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AtLached is nn application by Bidepin Water Tor approval of a Cross-Comlection ‘I’ariff. ‘Lhe 
purpose of this tariff is to protect Bidegain Water from the possibility of contamination caiiscd 
by the back flow of contaminants that may be present on the customer’s premises. 
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CROSS-CONNECTION OR BACICFLOW TARIFF 

PURPOSE: 

The purpose ofthis tariff is to protcct . BIDEGAIN WATER 
(“Company”) water fi-om th.e possibility of 

containination caused by the backflow of contaminants that may be present 011 tlie 
customer’s prcmises by requiring tlie installation and periodic testing of backflow- 
prevention assemblies pursuant to tlie provisions a l  the Arizona Administrative Code 
(”A.A.c”.) R I  4-2-405134 a1ld A.A.C. ru 8-4-215. 

In compliance, with tlie Rules of the Arizona Corporation Commission 
(“Coimnission“) aad the Arizont Department of Euviroimeiital Quality (“ADEQ’), 
specifically A.A.C. R14-2-405-B.6 and A.A.C. R18-4-215 re1,ating to backflow 
prevention: 

1. The Company may require a ciGtomcr to pay for and to have installed a 
b~ckflow-pi-event.ion assembly if A.A.C. RI 8-4-215.B or C applies. 

2. A backflow-prevention assembly required to be installed by the customer 
under Paragraph 1 o f  this tariff shall comply with the requirements set forth in 
A.A.C. R18-4-215.D and E. 

3. Subject to thc provisions of A.A.C. R14-2-407 and 410. and in accorctance 
with Paragraphs 1 a i d  7 of this tariff. the Company imy temminate service or 
may deny seivice to a customer who fails to iiistall a backflow-prevention 
assembly as rcquired by this tariff 

4, The Company sball give any existing customer who is required to install a 
backflow-prevention assembly written n0tic.e of said requirement. If A.A.C. 
R14-2-410.B. 1 .a. is not applicable, the customer shall be given thirty (30) 
days from the time SLICII written iiot.ice i s  received in which to comply with 
this notice. If the customer can show good cause as to why he cannot install 
the backflow-prevention assembly within thirty (30) days, thc Company or 
Commission Staff may suspend this requirement for a, reasonable period of 
time. 
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5 .  Testing shall be in conformance with the rcquirelnents of A.A.C. Rl8-4- 
215.F. The Company may require the customer to pay to have the backflow- 
prevention assembly tested as long as the Company does not require ai1 
unreasonable number of tests. 

6. The customer shall provide the Company with records of installation and 
testins. For each backflow-prc~lention assembly, thcse records shall hclude: 

a, assembly identification number and description; 
b. Iocation 
c. date(s) ofLest(5); 
d. description ol: repairs and recommendations [or repairs made by tester; 

nnd 
e. the tester's name and certificate number. 

7. In the cveiit the backflo~v-pre~feiiti~~~ assembly does not hnction properly or 
fails any test, and an obvious hazard as contemplated under A.A.C. R14-2- 
410.B. 1 .a. exists, the Company may terminate service immediately and 
without notice. The backflawprevention assembly shall be repaired or 
replaced by the customer and rctcsted. 

8. In the event the backflow-prevention assembly docs not function properly or 
fails any test, or in the event that a customer fails to comply with the testing 
requircment, and A.A.C. Rl4-2-41O.B.I .a. is not applicable, the backflow- 
prevention asseinbly shall be repaired or replaced within lourteen (14) days of 
the initial discovery o f  the deficiency in tlic asscmbly or its function. Failure 
to rcmcdy tlic deficiency or dysfunction oftlie assembly, or failure to retest, 
shall be grounds for termination of water service in accordance wi,tli A,A.C. 
R14-2-410. 
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